
P:\INSTALLATION INST\ACCESSORIES\INST-400\INST-400U.vsd     REV - 03-13    Page 1  

Any suggestions or comments to this instruction or 
product are welcome.  Please contact us through 
our website or email engineer@sdcsecurity.com 

400 SERIES WALL MOUNT INDICATOR
WIRING INSTRUCTIONS

801 Avenida Acaso, Camarillo, Ca. 93012  •   (805) 494-0622  •
www.sdcsecurity.com  •  E-mail: service@sdcsecurity.com

Tri-Color LED Wiring (LT Option)
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- Apply +VDC to RED wire to illuminate RED
- Apply +VDC to GRN wire to illuminate GRN
- Apply +VDC to both GRN & RED wire to

illuminate AMBER

24VDC
.02A max

Single Color LED Wiring (L1G, L1R, or L2 Option) 

+
-BLK

WHT 24VDC
.02A max

P:\INSTALLATION INST\ACCESSORIES\INST-400\INST-400U.vsd     REV - 03-13    Page 1  

Any suggestions or comments to this instruction or 
product are welcome.  Please contact us through 
our website or email engineer@sdcsecurity.com 

400 SERIES WALL MOUNT INDICATOR
WIRING INSTRUCTIONS

801 Avenida Acaso, Camarillo, Ca. 93012  •   (805) 494-0622  •
www.sdcsecurity.com  •  E-mail: service@sdcsecurity.com

Tri-Color LED Wiring (LT Option)

+
-

GRN

RED

+
BLK

- Apply +VDC to RED wire to illuminate RED
- Apply +VDC to GRN wire to illuminate GRN
- Apply +VDC to both GRN & RED wire to

illuminate AMBER

24VDC
.02A max

Single Color LED Wiring (L1G, L1R, or L2 Option) 

+
-BLK

WHT 24VDC
.02A max


